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Abstract This paper presents analysis and optimization of
a liquamatic fire water monitor with a novel self-swinging
mechanism. The design of the self-swinging mechanism
has adopted a four-bar linkage driven by an impeller. The
Fluent software was used to simulate the internal flow
performance of the fire water monitor. In particular, the
effects of the cross-sectional shape, diameters of the
monitor body, inlet water pressure, and drive set of the
self-swinging mechanism on the jet characteristics were
analyzed. These analyses have led to optimal structural
parameters of the flow channel. A prototype of the fire ware
monitor was manufactured, and the field test was performed. Both simulation analyses and experimental results
are expected to provide useful good guidance for the design
of other types of fire water monitor.
Keywords Liquamatic fire water monitor . Structural
optimization . Jet characteristics . Flow field simulation

1 Introduction
Fire accidents increased dramatically in recent years with
the development of the economy and the change of human
activities. Fires not only bring serious losses, but also result
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in tremendous influences to the society. Thus, a variety of
technologies were developed to prevent and control fires [5,
19, 22, 26]. Amongst, fire water monitor has become an
important and effective firefighting equipment because of
its large flow and long range. It also has the characteristics
of implementation of long-range fire in the security region
out of the fire radiant heat, explosion hazard, and toxic
smoke situations [16–18].
In order to improve the fire extinguish efficiency to
adapt to firefighting requirements in different situations, the
key technology researches into fire water monitor mainly
focus on two aspects. The first is intelligent control study
that replaced the manual control with automatic control,
which is mainly concentrating on the control algorithm and
the fire extinguishing mechanism. For example, RosePehrsson et al. [14] used a four-sensor array and a
probabilistic neural network to produce an early warning
fire detection system, and the current alarm algorithm
resulted in better overall performance than the commercial
smoke detectors. Chen et al. [1] developed an automatic fire
searching and suppression system with remote-controlled
fire monitors for large space, and the fire searching methods
was realized based on computer vision theory via one
charge-coupled device camera fixed at the end of a fire
monitor chamber. Jun et al. [11] investigated smoldering
cotton wick and flaming diesel oil smoke plumes in
thermally stratified environments in a small-scale enclosure
by experimental measurements and computational fluid
dynamics (CFD) simulations, and a new smoke detection
method of light-section image detection was suggested to
overcome the shortcomings of conventional beam-type
smoke sensors and detect the early fire effectively.
The second is research on internal and external jet
characteristics of fire water monitor for enhancing the jet
intensity and putting out the fire quickly. Generally, the
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external jet mainly discusses the jet water movement in the
atmosphere, in which the hypotheses include: (a) the water
flows out from a uniform long pipe; (b) the whirlpool flow and
transverse second flow in the pipe are eliminated; and (c) the
outlet velocity is in an ideal state. The internal jet research was
focused on enhancing the energy converting efficiency and
obtaining high speed and uniform outlet velocity under the
conditions of removing the non-uniform of the flow channel
of the fire water monitor, which is an objective of this work.
There are many jet applications in the industries. For
example, the spray nozzle of the Pelton turbine transforms
potential energy into kinetic energy, and the high-speed jet
pounds the bucket with one or a number of jet waters,
which can drive the runner rotating to gain driving force,
and the water head is above 80 m in general. Santolin et al.
[15] numerically investigated the interaction between the jet
and the bucket in Pelton turbine using a two-phase
inhomogeneous model. Perrig et al. [13] did a numerical
simulation and experimental study on the free surface flow
in a Pelton turbine model bucket based on the two-phase
homogeneous model. Zhang [23–25] expounded free
surface jet from water injector and the interaction between
the jet and the rotating bucket of Pelton wheel in detail. In
the foundry industry, the molding sands were cleaned by the
jet force of the high-pressure water jet system [4], and these
techniques were also applied in the hydraulic mining and
hydraulic cutting [2, 12, 21]. The jet energy was used in the
high-pressure water jet system, but this energy will be
dispersed out of a certain range; in other words, the jet range
is very short from some millimeters to about 10 m in this
system, and the flow rates is below 10 L/s. This is the essential
difference between the high-pressure water jet and the fire
water monitor jet, but it can provide some guidance for the
research of jet characteristics of the fire water monitor. The
water jet was also used in the sprinkler irrigation system in the
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Fig. 2 Structural diagram of the self-swinging mechanism

agriculture [3, 20]. This jet has some similarities with the jet
of fire water monitor, that is, both of them have a
requirement of jet range. However, agriculture sprinklings
are more emphasizing the sprinkler irrigation uniformity and
the water droplet diameter; the jet range is not the only
indexes. So, the spray jet of the irrigator is a dispersed spray
compared with the jet of the fire water monitor.
Hu et al. [6–8] designed a fixed fire water monitor, the
influence of the flow structure affecting the internal flow's
turbulence and outlet velocity was obtained by simulation
and experiment. At the same time, the spray jet and direct
jet nozzle used for this fixed fire water monitor was also
designed. Flow simulation of the nozzle was completed
using fluent kits. Hu et al. [9, 10] also designed a
liquamatic fire water monitor with valve-controlled cylinder
system. The back and forth movement of the monitor head
is controlled by the valve-controlled cylinder system. The
hydraulic performance simulation of the liquamatic fire
water monitor was completed in the Fluent kits; the
simulation results show that the outlet velocity is feasible.
The modeling and simulation analysis were carried out for
the valve-controlled cylinder system using AMESim
software, the simulation results indicate that this system
can self-swing in a particular frequency, and the selfswinging frequency is increasing with the inlet water
pressure increasing.
The aim of this work is to design a new liquamatic fire
water monitor by systematically investigating the relation-

9
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Fig. 1 Structure diagram of the liquamatic fire water monitor. 1
monitor head, 2 handle operation device, 3 outlet pipe, 4 location and
locking device, 5 inlet pipe, 6 self-swinging arm, 7 circular driving
plate, 8 bevel gear, 9 driven shell, 10 impeller, 11 monitor legs, 12
monitor base, 13 support legs and locking device

Fig.3 Meshing diagram of liquamatic fire water monitor
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Fig. 4 Flow channel model

a) circular shape
ships between the structural parameters of the flow channel
and the jet characteristics of the liquamatic fire water
monitor. The simulation analysis will lead to an optimal
design of the fire water monitor.

2 Structural design of liquamatic fire water monitor
with self-swinging mechanism
2.1 Structural design
The liquamatic fire water monitor was mainly composed of
monitor legs, monitor base, monitor body, and monitor
head. The schematic of the overall structure of liquamatic
fire water monitor is shown in Fig. 1. It is supported by four
turning and folding monitor legs, which is convenient for
transportation and placement. The spoke center of the
monitor base supports the axis of bevel gear, which
connects with an impeller. When the pressure water enters
the monitor base interior, it can produce momentum to
propel the impeller turning. The bevel gear is connected to
circular driving plate of the self-swinging mechanism. So,
horizontal movement will transfer to the vertical direction.
Fig. 5 Velocity flow of circular
flow channel

b) square shape

The circular driving plate has a sliding slot, which houses a
slider. This driving plate is equivalent to an eccentric wheel
with an adjustable arm, which can adjust the swing range of
monitor head. When the slider is positioned, it can be locked
by the self-swinging locking device. The locking tappet is
attached to two connecting rods, which form the self-swinging
mechanism through a butterfly bolt. The monitor body is a
main part of the flow channel including inlet pipe and outlet
pipe. The monitor head is also an important part and includes
several important components, such as rectifier, nozzle, and so
on. It is the ultimate part to achieve energy transformation and
jet pattern. The elevation angle of the monitor head is located
and locked by the location and locking device. The opening of
nozzle can be adjusted by a handle operation device, which
can determine jet pattern.
2.2 Working principle of the self-swinging mechanism
The structural diagram of the self-swinging mechanism is
shown in Fig. 2. It was composed of a connecting rod, a
slide block locating device and a circular driving plate. The
bevel gear can get the torque from pressure water and make
the direction change as it works.
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55

outlet velocity (m/s)

In the device, the four-bar linkage mechanism is
formed by the circular driving plate, the slide block,
the monitor head, and the connecting rod. Based on the
four-bar linkage principle, the monitor head can swing
from the angle of −30° to the angle of +30° in horizontal
direction, and pressure water also can be spurted out
from monitor head with a high speed. So swinging jet
will be formed to put out wide-range fire.

square flow channel
circular flow channel

50

45

40

35

3 Modeling analysis of the liquamatic fire water monitor
Fluent software, as one of the general CFD software, is
used to simulate complex flow, ranging from incompressible fluid to highly compressible fluid. Various methods for
solution and multi-grid accelerating convergence method
are adopted to simulate the flow field. In this study, the
internal flows of different structural parameters are simulated, and the influences of these parameters on jet
characteristics are obtained.
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Fig. 7 Outlet velocity under different cross-sectional shapes

Momentum equation is:
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3.1 Governing equation and RNG K-ε turbulence model
The liquamatic fire water monitor has some curved flows,
such as outlet pipe and inlet pipe. These curved flows often
accompany extremely complex flow, and they cause the
total pressures and energy losses, such as forming separation, secondary flow, et al. In order to adapt to jet in the big
bend pipe, RNG K-ε turbulence model is adopted to make
the equation closed.
Continuity equation of fluid in coordinate system is:

where ρ is the water density, ui, uj is the velocity vector
respectively, Si is the append coefficient that considering the
mean velocity change and density pulsing influence is omitted.
In the RNG K-ε turbulence model, small-scale effect is
reflected by large scale and viscosity amendment, and it is
systematically removed from governing equation. The k
equation and ε equation take the following form:
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Fig. 6 Velocity flow of square flow channel

Fig. 8 Outlet velocity under different monitor body diameters
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where Cμ =0.0845, αk =αε =1.39, C1ε =1.42, C2ε =1.68, η0 =
4.377, β=0.012.
Gk is an auxiliary coefficient of the turbulence kinetic
energy induced by the mean velocity gradient. It can be
expressed as


@ui @uj @ui
G k ¼ mt
þ
@xj @xi @xj
Eij is the dependent time shear rate, given by


1 @ui @uj
Eij ¼
þ
2 @xj @xi

809

μt is turbulent viscosity, expressed as
mt ¼ rCm

k2
"

and μeff =μ+μt; h ¼ 2Eij  Eij

1=2 k

";

»

= h0 Þ
C1" ¼ C1"  hð1h
1þbh3

3.2 Meshing
The geometrical model was firstly established using Pro/E
software. The complete model was then imported to the
Gambit tool of the Fluent software to generate grid.
Modeling and meshing time can be reduced using Gambit.

Fig. 9 Velocity flow in the bent
pipe

a) d=60mm

b) d=65mm
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In order to improve accuracy, the tetrahedral grid was
mainly used. In some special positions, such as in the bend
pipe and the outlet of the nozzle, hexahedral, tapered, and
wedge grid units were also adopted. The meshing diagram
is shown in Fig. 3.
3.3 Boundary conditions
According to the specific requirements of the liquamatic
fire water monitor, the inlet water pressure is fixed. So, the
boundary condition of inlet was set as pressure inlet, and
the boundary condition of outlet was set to the pressure
outlet. The weight of solid wall uses a non-slip condition,
and the velocity uses near-wall function in fluid of nearwall flow surface.
The pressure boundary was input as the total pressure.
For the incompressible flow, total pressure, static pressure,
and velocity have relationships in the following formula.
1
p0 ¼ ps þ rv2
2

ð5Þ

where p0 is total pressure, ps is static pressure, ρ is density,
and ν is fluid velocity.
3.4 Solving algorithm
There are three solving algorithms including egregated,
coupled implicit, and coupled explicit. Egregated is
provided for incompressible fluid or Mach number compressible fluid. The coupled solver is provided for high
compressible flow, and it takes a long time to iterative. Due
to the actual flow and iterated time, egregated is adopted.

4 Simulation analysis of structural parameters on jet
characteristics

which has an adverse effect on steady flow field. The
comparison indicates that the turbulence phenomena in
circular flow channel are lower than that in square flow
channel. When pressure water flows through monitor head,
velocity flow in the circular flow channel is more smoothly
than that in the square flow channel. Thus, the circular flow
channel can well reduce the degree of turbulence and favors
the increment of the monitor jet.
Figure 7 shows the outlet velocity under both square and
circular flow channels. The values of the x-axis represent
the projections of the distance between the radial outlet
velocity and the jet center of the spray nozzle in the x
direction. It can be seen that the outlet velocity in the
circular flow channel can reach 45 m/s, while in the square
channel, it is about 40 m/s. This has further proven that
circular flow channel is able to reduce water resistance,
which is favorable for jet.
4.2 Effect of the monitor body diameter on the outlet
velocity
The outlet velocity under four typical monitor body
diameters of 50, 55, 60, and 65 mm, is shown in Fig. 8.
The outlet velocity shows an obvious increase when the
body diameter increases from 50 to 60 mm. However, when
the diameter further increases to 65 mm, the outlet velocity
has almost no change. It is also noted that the energy losses
increase with the body diameter in fluid transmission
process, which means that the channel with a diameter of
65 mm has the highest energy loss. When the diameter
reaches a certain value, the outlet velocity will be affected
by energy losses and the degree of turbulence.
Figure 9 shows the velocity flow simulation at diameters
of 60 and 65 mm in the bent pipe. The velocity flow keeps
in a steady state at the diameter of 60 mm and is not
seriously affected by uneven flow distribution, leakage, and
60

4.1 Effect of cross-sectional shape of the body on outlet
velocity

0.8MPa

1.0MPa

1.2MPa

outlet velocity (m/s)

55

The cross-sectional shape of the monitor body has great
influences on the jet characteristics. As different crosssectional shape causes different energy loss, velocity flows
also appear different change in the different cross-sectional
shape. Here, two typical cross-section structures, including
the circular shape and the square shape, as shown in
Fig. 4a, b, were analyzed, and the jet performances with
these two shapes were compared.
Figures 5 and 6 show the velocity flow simulation under
these two cross-sectional shapes of the monitor body. Each
bent pipe appears certain turbulence phenomena, where the
fluid velocity in these areas varies dramatically. This
indicates that the energy losses increase in the bent pipe,
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X direction (m)
Fig. 10 Outlet velocity at a different inlet water pressure

-0.45
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Fig. 11 3D model of two typical
types of impeller

a) right-angle type impeller
turbulence. When the diameter of the monitor body is
65 mm, disturbances, agitation, cavitations, and whirlpool
wake appeared in the bent pipe. This is because that when
the velocity and direction changed, the particles hit each
other, the energy loss at a certain degree.
4.3 Effect of inlet water pressure on the outlet velocity
The outlet velocity under three inlet water pressures of 0.8,
1.0, and 1.2 MPa, is shown in Fig. 10. Obviously, the outlet
velocity increases steadily with the increment of the inlet
water pressure. However, larger inlet water pressure results
in larger stress of the fire water monitor, which has an effect
on steady operation of the fire water monitor. Currently, big
recoil and easy sliding of the liquamatic fire water monitor
are common problems, so over stress is unfavorable for
monitor work. When the inlet water pressure increases from
0.8 to 1.0 MPa, the outlet velocity has a sharp increase from
42 to 50 m/s. But the inlet water pressure is 1.2 MPa; the
outlet velocity has only a slight increase. Further study
indicated that the increment degree of outlet velocity will
decrease when the inlet water pressure reaches a certain
value. The increment of the outlet velocity also increases
the flow channel pressure, as well as unstable working.

b) circular arc type impeller

4.4 Effect of self-swinging drive set on the outlet velocity
The impeller plays an important role in the liquamatic fire
water monitor with self-swinging mechanism. It is driven
by pressure water and produces momentum to propel bevel
gear such that the horizontal movement transfers to the
vertical direction. The momentum makes circular driving
plate rotate, which can adjust the swing range of monitor
head. In this study, two impeller types, the right-angle type
impeller and the circular-arc type impeller, as shown in
Fig. 11, were adopted to study the effect of the impeller
type on the jet performances.
Figure 12 shows the outlet velocities for these two types
of impellers. It can be seen from the figure that the two
shapes of the impellers have little influence on the outlet
velocity. This fluid may appear as turbulent under the
impact of a fixed inlet water pressure, but unstable flow
will collide with the wall in the process of flowing,
transverse circulation, and turbulent fluid will gradually
reduce or disappear to reach a stable situation. As the cost

50

outlet velocity (m/s)

right-angle type impeller
circular arc type impeller
45

40

35

-0.49

-0.48

-0.47

-0.46

-0.45

X direction (m)

Fig. 12 Outlet velocity at different shapes of the impeller

Fig. 13 The prototype of the liquamatic fire water monitor
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pressure gauge

Inlet water pressure [MPa]
Jet range [m]

globe valve
electromotor

water
pump
flow meter
pool

Table 1 Jet range in different inlet water pressure

liquamatic fire
water monitor

Fig. 14 The sketch of the experimental system

of the right-angle type impeller is cheaper than that of the
circular-arc type impeller, the right-angle impeller will be
selected in our prototype.

5 The optimal structural parameters of flow channel
The above simulation discussed the effects of crosssectional shapes, diameters of the monitor body, and inlet
water pressure on the jet characteristics. On one hand, drive
set effects on outlet velocity are small and have little
influence on jet performances. On the other hand, structural
parameters have significant influences on the jet performances, which should be considered for its influences on the
recoil of the fire water monitor.
Taking into account all above factors, an optimal
configuration, as well as other parameters of the flow
channel, was recommended. That is, a circular flow
channel, inlet water pressure of 1.0 MPa, monitor body
diameter of 60 mm, and right-angle type impeller.

6 Prototyping and fields test
The prototype of the liquamatic fire water monitor is shown
in Fig. 13. For the convenience of the movement in the
firefighting, the materials of the monitor are all aluminum
alloy. Some basic components, such as inlet pipe, outlet
pipe, monitor base, driven shell, and monitor head are all
manufactured by foundry. During assembly, nozzle must be

0.8
57

1.0
62

1.2
68

properly connected; mismatched or damaged threads may
cause nozzle to leak or uncouple under pressure and could
cause injury. To protect against sliding, the monitor legs are
locked in position with all leg spikes in contact with the
ground.
The schematic of the experimental system for verifying
the fire water monitor is shown in Fig. 14. The system
contains an electromotor, a water pump, a flow meter, a
pressure gauge, and the liquamatic fire water monitor. The
experiment was conducted on a flat site with the wind
speed below 3 m/s. The elevation angle of the liquamatic
fire water monitor was set from 30° to 75°. Figure 15
shows the pictures of the field tests. The field test video is
also available.
The relationship between the inlet water pressure and the
jet range is shown in Table 1. The elevation angle of the fire
water monitor was set to 30° in this experiment. For three
typical pressures of 0.8, 1.0, and 1.2 MPa, their jet ranges
are 57, 62, and 68 m, respectively, which all satisfied the jet
requirements of the designed monitor. For the largest
pressure of 1.2 MPa, we had to add an auxiliary hawse to
fix the fire water monitor to prevent its sliding. Other two
lower pressures of 0.8 and 1.0 MPa do not need such
auxiliary components, which are more stable and also were
well verified by the simulation.
The relationship between the elevation angle and the jet
range is shown in Table 2. The inlet water pressure was set
as 1.0 MPa in this experiment. For four typical elevation
angles of 30°, 45°, 60°, and 75°, their jet ranges are 62, 60,
49, and 34 m, respectively, which all satisfied the jet
requirements of the designed monitor expect for the
elevation angle of 75°. The jet range in the elevation angle
of 30° is longer than the elevation angle of 45° due to the
self-gravitation of the jet water. However, the jet height in
the elevation angle of 75° is the highest though the jet range
is the shortest, which is favorable for the high building's
firefighting.

7 Conclusions
A novel liquamatic fire water monitor with self-swinging
mechanism was analyzed, optimized, and tested. The
Table 2 Jet range in different elevation angle

Fig. 15 Jet diagram at field

Elevation angle [°]
Jet range [m]

30
62

45
60

60
49

75
34
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prototype has a compact structure and easy to operate. Its
design has met the demands in firefighting. The simulation
analysis was conducted using Fluent software. The effects
of structural parameters on the jet performances were
summarized, which resulted in an optimal design. That is,
a circular flow channel, if inlet water pressure of 1.0 MPa,
monitor body diameter of 60 mm, and right-angle type
impeller were selected. The design was prototyped and its
performances were field tested. The experimental results
have well verified the simulation analysis.
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